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The test results contained in this report pertain only to the samples submitied for testing and not

necessarily to all similar products.
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This report presents the results of the sound transmission and sound absorption testing conducted on the
17 dBA pancls. The test sample was submitted by Mr. Mike Mohs of Acoustical Surfaccs, Inc (ASI).
This work was completed on January 22, 2008,

This report must not be reproduced except in full with the approval of Stork Twin City Testing
Corporation. The data in this report relates only to the items tested.

Stork Twin City Testing Corporation has been aceredited by the U.S. Department of Commeree and the
National Institutc of Standards and Technology (NIST, formerly NBS) under their National Voluntary
Laboratory Accreditation Program (NVLAP) lor conducting ASTM C423 test procedures. This report
may not be used to claim product endorsement by NVLAP, NIST or any agency of the 1S,

Govermment.

TEST RESULTS SUMMARY:

TYPE E400 NRC TEST Test Results
NRC SAA -
Test # SAMPLE DESCRIPTION ADDITIONAL INFORMATION
4 1" dBA - Sound Silencer™ Black 24"x 48" x 1" 0.50 0.50 -
SOUND TRANSMISSION CLASS (81C) 1681 Test Resulis
Test # SAMPLE DESCRIPTION ADDITIONAL INFORMATION, STE def. OITC
13 1" dRA - Sound Silencer™ Black 24"x 48" « | 6 31 5

Scc “TEST DATA scction for detailed results.

SPECTMEN DESCRIPTTON: (Also see "Test Results")

The test specimens were identified by ASIL as 1” dBA — Sound Silencer™ panels. Each panel measured
247 x 487 x 1™ and weighed 1.6-1bs cach (0.2-psf).

Information and statements in this report are derived from material, information and/or specifications furnished by the client and exclude any expressed or implied warranties as to the fitness
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Federal Statues including Federal Law Title 15, Chapter 47

Stork Twin City Testing is an operating unit of Stork Materials Technology B.V., Amsterdam, The Netherlands, which is a member of the Stork group

* Soundproofing Products ® Sonex™ Ceiling & Wall Panels  Sound Control Curtains ® Equipment Enclosures ¢ Acoustical Baffles & Banners ¢ Solid Wood & Veneer Acoustical Ceiling & Wall Systems
* Professional Audio Acoustics ¢ Vibration & Damping Control ¢ Fire Retardant Acoustics ¢ Hearing Protection ¢ Moisture & Impact Resistant Products © Floor Impact Noise Reduction
* Sound Absorbers ¢ Noise Barriers ¢ Fabric Wrapped Wall Panels ¢ Acoustical Foam (Egg Crate) ¢ Acoustical Sealants & Adhesives ® Outdoor Noise Control ¢ Assistive Listening Devices
* OSHA, FDA, ADA Compliance ® On-Site Acoustical Analysis ¢ Acoustical Design & Consulting ® Large Inventory ¢ Fast Shipment ® No Project too Large or Small ® Major Credit Cards Accepted




Acoustical Acoustical Surfaces, Inc.

Surfaces, Inc.

STO.P

SOUNDPROOFING, ACOUSTICS, NOISE & VIBRATION CONTROL SPECIALISTS
123 Columbia Court North e Suite 201 ® Chaska, MN 55318
(952) 448-5300 ® Fax (952) 448-2613 ¢ (800) 448-0121
Email: sales@acousticalsurfaces.com
Visit our Website: www.acousticalsurfaces.com

ound ransmission *bscuring -roducts

We Identify and S.T.O.P. Your Noise Problem

STORIK"
Materials Technology Stork Twin City Testing Corporation
PROJECT NUMBER: 30160-07-82419-4 PAGE: 3 of 6

DATE: January 29, 2007
TEST PROCEDURE

Sound Transmission Test
ASTM:E90(04), "Laboratory Mcasurcment of Airborne Sound Transmission of Building Partitions,”
was lollowed in cvery respeet. The STC value was obtained by applying the Transmission Loss
(TL) values to the STC relerence contour ol ASTM: E413(04), “Determmation ol Sound Transmission
Class.” The actual transmigsion loss at each frequency was caleulated by the following
equations:

TL = NR + 10log S - 10 log A

where:  TL = Transmission Loss (dB)
NR = Noise Reduction (dB)
S = Surface area common to both sides (sq. ft.)
A; = Sound absorption of the receiving room with the sample in place (sabins)

OITC Procedure

ASTM:E1332(03), "Determination of Qutdoor-Indoor Transmission Class", was followed in every
respect.  Basically, the OITC was calculated by using the sound transmission loss values in the 80 to
4000 Hz range as measured i accordance with ASTM E-90(04). These transmission loss data are then
used to determinge the A-weighted sound level reduction of the specimen for the reference source
spectrum specified in Table 1 of ASTM E1332(03). The appropriate calculations were made to
determine the OITC value. The source room has a volume of 2948-ft* (83-m™) and the termination
room has a volume of 5825-ft* (165-m™).

The temperatures and relative hurmidity of the termmation room met the requirements of the standard
during and after the test. All frequencies met the requirements for 95% confidence established by the
standard.

Sound Absorption Test

ASTM C 423-07,” Sound Absorption and Sound Absorption Coellicient by the Reverberation Room
Method”, was followed m every respect.  The test sample was tested i a Type E400 Mounting
style. The material was tested on gridwork to simulate a ceiling tile installation. The overall sample
had a dimension of 8'x 9* (?E-ftz).

NRC was calculated by rounding the sound absorption cocfticients for 250, 500, 1000 and 2000 Hz
1o the nearest 0.05. SAA was calculated by rounding the sound absorption coellicients lor the
twelve frequencies from 200 Hz to 2500 Hz to the nearest 0.01.

Information and statements in this report are derived from material, information and/or specifications furnished by the client and exclude any expressed or implied warranties as to the fitness
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TEST EQUIPMENT:

Manufacturer Model Description SN
Norwegian Electronics NER30 Real Time Analyzer 11511
Briicl & Kjzr 3923 Rotating Microphone Boom 815424
Norsonic (Source Rin) 1230 Pressure Condenser Microphone 26361
Briiel & Kjer (Term Rm) 4192 Pressure Condenser Microphone 2360314
REMARKS:

The test sample will be retained for a period of 15-days and then discarded unless notificd by the client.

F\Proctpet MMFEILES MNE2008 REPORTS MNBEO2004-AS1-4_do
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TEST RESULTS:
Fllename
test #4 ASTM C423 - Sound Absorption
Client Product Model # Cuiantity Comment
[ Acoustical | [ 1" dBA Panel | [ 1]
Sample Size - WL Sample Description
[ 108.0inx 96.0inx 1" - 4ibs | Acoustlcal Surfaces: 1" dBA Panel :
Time Stamp 8" x 9 x 1" Sample :
[_Tue, Jan 22,2006 - 3:48 AM_ | Total Sample Area 72.0 ft*
F Absorption Absorption

. | Absorpti

(Hz) Coefficient _ (Sabing)" fomce  Sound Abserptien Coefficients
P
100 0.3 2m 1.0+
125 0.38 2758
0.9

160 0.51 36.80
200 046 33.05 08
250 0.60 42.93
315 0.49 [543 07
a00 0.38 27.11 06
500 0.36 2573
630 047 33.60 0.5+
800 0.45 32.20 0.4
1000 0.47 3414
1250 0.50 36.33 0.3
1600 0.55 39.93 02
2000 0.62 44.30
2500 0.67 48.02 0.1~
3150 0.73 52.75
5000 082 5912 o0
5000 0.82 58.97

Temp (*C) RH (%) ATM (mbar)

20.4] |57 | [992 ] SAA=0.50 NRC=0.50

* total absorption based on 72.0 f*

Information and statements in this report are derived from material, information and/or specifications furnished by the client and exclude any expressed or implied warranties as to the fitness
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TEST RESULTS:
Filename . .
| test 213 | ASTM E90 - Laboratory Sound Transmission Class
Project Folder Client Product Model QuEANTIY Comment
[ 92084 Acoustical | [ Acoustical [ 1" dBA Panel [ [ 1 ]
Sample Size - Wt. Sample Description
[ 720inx480inx1" -5ibs | Acoustical Surfaces: 1" dBA Panel - Sound Silencer TM :
{3) Panels 48" x 72" x 1" Sample: :
Time Stamp
[ Thu,Jan 24,2008 -3:00 PM |
TLS - Sample TL valses - -
I dB Sound Transmission Class (STC)
watETE datatanates amy :i_ TLs N
F TLs | 95% C1 | det
§TC
") N ™
a0 3 2.4 - 12
100 4 1.9 - 1
125 3 1.6 o 10
160 [ 1.5 0 9 /S
200 [ 1.0 ] 8 /
250 3 0.8 0 , iy
315 3 0.5 0 . = S
300 3 0.3 2 : 7\ 7 7
500 4 1.8 2
G30 4 1.6 3 1 V \\ Il/—‘_f
800 5 1.4 3 3 i
1000 [ 1.2 3 2
1250 6 1.1 1 1 /
lﬂ]] 7 D‘s 3 I:|_I I 1 ’ 1 1 1 1
2000 7 0.7 3 80 125 250 500 1000 2000 4000
2500 ! 0.6 3 1/3 ectave bands (Hz)
3150 7 0.5 3
4000 [} 0.5 2

Temp (°C) RH.(%)  ATM (mbar) STC =6 def: 31
[204] [56 |  [1003] OITC. 5
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